
Installation Guide
Check valve
Type NRV and NRVH

© Danfoss A/S (AC-MCI sw) 2014-08	 DKRCC.PI.FE0.A5.02 / 520H7749	 1

02
0R

95
00

02
0R

95
00

D
an

fo
ss

20
-6

2.
12

D
an

fo
ss

20
-6

4.
11

D
an

fo
ss

20
-6

5.
11

D
an

fo
ss

20
-6

3.
12

min.
90°

NRV/NRVH

Applicable to all common non-flammable / flammable refrigerants, excluding R717 and to 
noncorrosive gases / liquids dependent on sealing material compatibility. The design 
pressure shall not be less than the value outlined in Section 9.2 of ANSI / ASHRAE 15 for the 
refrigerant used in the system.

Media Temprature: 	
Min. -50 °C (-58 °F)
Max. 140 °C (285 °F)

Max. Working Pressure:     
PS/MWP = 46 bar (667 psi)

NRV/NRVH

NRV/NRVH

NRV/NRVH

Refrigerants: 
HCFC, HFC and HC
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Min. 5% Ag

Min. 5% Ag


